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@ PRIOR TO DEMOLITION OF CHILLED WATER PIPING IN CHASES, CONTRACTOR
SHALL REMOVE AND ABATE ASBESTOS CONTAINING MATERIAL ON CHILLED WATER,
HOT WATER, STEAM, AND CONDENSATE RETURN PIPING.
SEE SPECIFICATION SECTIONS 02 41 00 — DEMOLITION AND 02 82 11
TRADITIONAL ASBESTOS ABATEMENT FOR ADDITIONAL INFORMATION.

(2) DEMO CHILLED WATER PIPING FROM PUMP ROOM TO ATTIC AHU’S.
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